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REPLY TO PRE BID QUERIES LOT-2 Date 27.07.2026 
 

SUB: "SUPPLY, INSTALLATION, LAYING, TESTING & COMMISSIONING INCLUDING ALL ACCESSORIES WORK OF 220KV DOUBLE CIRCUIT SINGLE CORE 
1000 SQ. MM COPPER XLPE CABLE & 2 NOS. MONOPOLE FOR LILO TRANSMISSION LINE AT TALCHER FERTILIZERS LIMITED TALCHER, ODISHA". 
TENDER NIT NO: PNMM/PC-183/E-4027/NCB, Dated 04.07.2026 
 

Sl. 
No. 

REFERENCE OF TENDER DOCUMENT 
BIDDER'S QUERY OWNER'S REPLY 

SEC. NO. Page No. Clause No Subject 

1 Section-II 10 A.2 & A.3 Monopole Experience MAF Format for Monopole is not available in 
the tender document, kindly provide the 
same. 

Please refer attached Manufacturer's 
Authorization Form (MAF) for Monopole 
Manufacturer, attached herewith. The same 
shall form part of the Tender Documents. 
 
(Refer Amendment-IV dated 24.07.2026 in 
this regard) 
 

2 PART – 6 220kV 
EHV Power Cable 

548 7.5 Type Test Certificate As per Clause 7.5, type test reports 
conducted within the last five (5) years prior 
to the date of bid submission. However, as 
per the latest CEA Guidelines issued in 
January 2026, the validity of type test reports 
for EHV cables is ten (10) years, subject to no 
change in design, materials, or manufacturing 
process. In view of the above, we request 
kindly amend the clause and accept type test 
reports that are up to ten (10) years old from 
the date of NIT, in line with the latest CEA 
guidelines. 

The Type Test validity shall be as per the latest 
applicable CEA Guidelines. 

3 ITB 72 12.5 Prices quoted by the 
Bidder 

Considering the significant volatility in the 
prices of raw materials, particularly copper, 
Aluminium and XLPE compound, we request 
to allow Price Variation for 220 kV XLPE 
Cables based on the latest IEEMA Price 

Please refer ITB Clause 12.5: 
Prices quoted by the Bidder, shall remain firm 
and fixed and valid till completion of the 
Contract and will not be subject to variation on 
any account. 
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No. 

REFERENCE OF TENDER DOCUMENT 
BIDDER'S QUERY OWNER'S REPLY 

SEC. NO. Page No. Clause No Subject 

Variation Formula.  
And refer SCC Clause 7.1: 
The rates quoted by the contractor in SOR shall 
remain fixed and firm and not subject to any 
escalation unless and otherwise specified in the 
tender. 
 

4    General Kindly confirm whether our tender covering 
letter should be addressed to M/s "Projects & 
Development India Ltd., Noida" or to M/s 
"Talcher Fertilizers Limited, Noida." Please 
note that all the formats available with the 
tender document are addressed to M/s 
"Talcher Fertilizers Limited, Noida." 

Tender covering letter should be addressed to 
M/s TFL 

5  205 F-20 Power Of Attorney Tender Specific format for Power of Attorney 
of the signatory has been given in this 
section. Kindly note that our Company issue 
general Power of Attorney to the signatories 
instead of tender specific, hence, we would 
request you to kindly accept the general 
Power of Attorney for the signatory. 

Bidders shall submit the Power of Attorney in 
accordance with the applicable format(s) 
provided under the Forms & Formats of the 
Tender Document. 
 
 

6 PART – 6 220kV 
EHV Power Cable 

535,537 
& 543 

1.1, 2.1 & 
4.6 

Metallic Sheath Clause 1.1 and Clause 2.1 specify an extruded 
metallic sheath of Lead Alloy E, whereas 
Clause 4.6 specifies a metallic screen of 
corrugated aluminium. 
Kindly clarify whether the 220 kV cable shall 
be provided with an extruded Lead Alloy E 
sheath or a corrugated aluminium sheath. 
Further, in case a Lead Alloy E sheath is 
required, kindly confirm whether an 
additional copper wire screen shall be 
provided to meet the specified short-circuit 

The 220 kV cable shall be provided with 
Corrugated Aluminium Sheath of thickness 
which can carry 50KA for 1 sec. 

 
. 
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REFERENCE OF TENDER DOCUMENT 
BIDDER'S QUERY OWNER'S REPLY 

SEC. NO. Page No. Clause No Subject 

current rating of 50 kA for 1 second. 

7 PART – 6 220kV 
EHV Power Cable 

540 4.1 Conductors Clause 4.1 specifies that the conductor shall 
be provided with SAP powder or any water-
blocking compound to prevent longitudinal 
water entry inside the conductor. Please note 
that, water blocking conductor, water 
swellable tapes shall be provided in each 
layer of conductor to prevent longitudinal 
water entry inside the conductor. 
Kindly confirm that the use of water-
swellable tapes between each layer of the 
conductor shall be acceptable. 

Shall be as per OPTCL Technical Specifications 

8 PART – 6 220kV 
EHV Power Cable 

543 4.7.1 (b) Mechanical 
Characteristics 

Clause 4.7.1(b) specifies the ageing 
temperature for the HDPE outer sheath as 
135°C. Please note that, as per IEC 62067/IS 
7098 (Part 3), the ageing temperature for 
HDPE outer sheath is 110°C. 
Kindly confirm that the ageing temperature 
for the HDPE outer sheath shall be 
considered as 110°C in accordance with IEC 
62067 and IS 7098 (Part 3). 

As per IEC62067. 

9 PART – 6 220kV 
EHV Power Cable 

549 7.6 Routine Tests and 
Acceptance Tests 

Clause 7.6 includes "Test for Fibre 
Continuity". Please note that the offered 220 
kV XLPE power cable does not incorporate a 
Fiber Integrated Power Cable (FIPC). 
Therefore, these tests are not applicable to 
the cable. 
Kindly confirm that the "Test for Fibre 
Continuity" is not applicable. 

FIPC is not envisaged for this project. A separate 
optical fibre cable shall be laid alongside the 
220-kV power cable. 

10 Price BOQ   LA In the Price BOQ 220KV -14 number LA has 
been mentioned. In this 14 number how 
much quantity of spare has been considered. 

Distance to the store is approximately 5 KM. 
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Kindly confirm the approx. distance of store 
where the spare quantity has to be delivered. 

11 Price BOQ   Bonding Cable In the Bonding Cable 6.6KV Single Core 
300Sqmm has been mentioned but it will not 
suffice. As per the 220KV Cable specification 
& Short Circuit requirement 11/6.35KV Single 
Core 400Sqmm Bonding Copper Cable is 
required. Kindly amend accordingly. 

The bonding cable shall be 400 mm² Copper, 
XLPE insulated, designed to withstand 50 kA for 
1 second. The bidder shall submit the bonding 
cable sizing calculations. 

12 Scope of Work & 
Price BOQ 

  Spare Items and 
quantity 

As per the scope of work Double circuit 
220KV Single Core 1000Sqmm Cable has to 
supply & one spare of each circuit cable has 
to be delivered at OPTCL Store. In that case 
laying quantity in Price BOQ 9180 meter will 
be reduced considering the route length of 
1.5meter. Kindly Clarify. 
We are requesting you to kindly confirm the 
220KV Cable route of 1.5 meter is including 
Cable loops, Bending & Uplifting on both the 
Monopole Towers. 
As an EHV Cable manufacturer & contractor 
we are recommending that spare cables of 
each circuit should be laid & terminated at 
both end monopole towers so that in future 
at any mishap condition you can able to 
restore the Power with nominal shutdown 
time. 
Generally Expiry date of 220KV Cable 
termination Silicon Oil is 12-month only. 
Please Confirm. 

Please refer Part-07, Clause 1.0: 
220kV, 1000 Sq.mm single core, stranded 
compacted circular Copper conductor, XLPE 
insulated Lead sheathed cable (2X3 runs with 
single spare run of single core cable) 

13 Price BOQ   Joint Bay In the Price BOQ of Civil works of 220KV 
Jointing work has not been mentioned. Kindly 
amend. 

Construction of Joint Bay is under TFL’s scope. 
 
The number of cable joints may vary during 
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Please confirm whether there is any area 
restriction of doing 220KV Joint bay outside 
the Talcher Fertiliser area. 
In the Erection item of 220KV Cable jointing 
18 number has been mentioned. But if the 
spare cable will be laid in that case 18 
number Joints & 12 number Cable 
termination will not suffice. 
Kindly confirm. 

execution based on the approved route and site 
conditions. 
 

14 Scope of Work   Bonding System Kindly Confirm 220KV Bonding will be in 
Single end bonding, Both End Bonding, Mid 
point Bonding or in Cross bonding System. 

The bonding arrangement shall be a 
combination of Cross Bonding and Mid-Point 
Bonding, based on the approved bonding 
calculations, in accordance with the tender 
specifications. 

15 Scope of Work   OFC Cable & Jumpering We are unable to understand the Splicing 
arrangement of 48-F OFC Cable. We are 
understanding that 48-F OFC Cable will 
connect with OPGW at Monopole Tower. 
Kindly confirm. 
 
For Kindly confirm the Jumpering 
arrangement at 220KV Cable termination 
with LA & Existing 220KV Transmission line 
will be in TFL scope or in Bidder scope of 
these project. If it is in Bidder scope Kindly 
include the supply & erection BOQ of ACSR 
Zebra Conductors & transmission hardware 
fittings accordingly. 

Please refer Part-3, Clause 4.0: Fibre Optic Splice 
Enclosures 
 
And refer Part-3, Clause 5.0: Optical Fibre 
Termination and Splicing 
 
 
Jumpering between the 220-kV cable 
termination, LA and the existing 220 kV 
transmission line shall be under TFL's scope. 

16 Scope of Work   Cable trench From the scope of the work it is not cleared 
the requirement of 220KV cable laying will be 
in Concrete Cable trench or in directly buried 
method. Kindly clarify with the tentative civil 

Please refer Part-6, Clause 2.2: 
Cables will be directly buried in the RCC Cable 
Trench, in a trefoil arrangement. 
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BIDDER'S QUERY OWNER'S REPLY 

SEC. NO. Page No. Clause No Subject 

drawing. If the Cable will be laid in Concrete 
Cable trench Kindly amend the Erection BOQ 
accordingly. In that Case Execution of 
Concrete Cable trench, Cable laying in trefoil 
Conditions, Back filling & Cover Slabbing 
should be in separate BOQ basis for the 
smooth execution, Item wise doing JMC & 
running Cash flow purpose. 

Construction of the RCC cable trench shall be 
under TFL's scope. 
 
The bidder's scope shall be limited to cable 
laying and associated works as per the tender 
specifications. 

17 Scope of Work   Signatory Kindly confirm the signing authority of all the 
supply materials verification cum clearance at 
site, joint measurement sheet of execution, 
testing & commissioning. 

All supply material verification, site clearance, 
joint measurements, and testing & 
commissioning shall be jointly certified by the 
Contractor and the Engineer-in-Charge/Owner's 
authorized representative (PTC & TFL) 

18 Price BOQ   Testing & 
Commissioning 

Testing & Commissioning Item has not been 
mentioned in the price BOQ. Requesting you 
to kindly include. 

Testing & Commissioning is included in the scope 
of work. No separate BOQ item shall be 
provided, and the cost shall be deemed included 
in the quoted BOQ rates. 

19 Scope of Work 
and Price BOQ 

  HDD (Micro-tunnelling) 
& HDPE Pipes 

220KV Cable & 48-F OFC Cable laid in HDD 
(Micro tunnelling method) has not been 
mentioned. Kindly clarify. We are requesting 
you to please clarify HDPE pipe required 
grade for 220KV Cable & 48-F OFC Cable in 
Supply & Erection BOQ Separately. 
We are recommending 250MM HDPE Pipe of 
PE-80-PN8 HDPE pipe, IS4984:2016 grade 
against 220KV Cable and 40mm HDPE Pipe of 
PE-80-PN-8 HDPE Pipe, IS4984:2016 against 
48-F OFC Cable. Please confirm. 
OFC Cable should be laid inside the pipe 
throughout the Cable route. 

There is no HDD/Micro Tunnelling in the scope 
of this tender. 
The HDPE pipe to be used shall be PE80, PN8, 
and the cable oversheath shall be ST7. 

20 Completion time 
of project 

  Completion period 8-months from the date of Order is difficult 
to complete the total project work as per the 

The completion period shall be as stipulated in 
the tender document. 
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site condition. Requesting you to kindly 
amend it to 12-months instead of 8-months 
from the date of site clearance. 

21 Price Variation   Price Variation Considering the present volatile situation of 
the raw material market due to war situation 
it can be noticed from the last six months 
IEEMA circular that Copper, Aluminium and 
other raw materials (Like XLPE, HDPE) prices 
are increasing abruptly. We are requesting 
you to kindly include price variation Clause in 
Cables as per IEEMA instead of Firm price. We 
are facing difficulty to do the costing of these 
project with 90 Days validity on Firm Price 
basis. Kindly confirm. 

Please refer ITB Clause 12.5: 
Prices quoted by the Bidder, shall remain firm 
and fixed and valid till completion of the 
Contract and will not be subject to variation on 
any account. 
 
 
And refer SCC Clause 7.1: 
The rates quoted by the contractor in SOR shall 
remain fixed and firm and not subject to any 
escalation unless and otherwise specified in the 
tender. 
 

22 Scope of Work   Power & Water Kindly confirm Three Phase Power Supply & 
Water at site will be available/provided free 
of cost. 

Please refer SCC Clause 6.0 

23 Subcontracting   Subcontracting Please confirm whether Labour 
subcontracting is allowed in this contract and 
in that case PF, ESI of the subcontractor of 
main contractor will suffice the HR Clearances 
purpose. 

HR Compliance of Main Contractor is required. 

24 Scope Of Work   Supply Materials Stores Please confirm the store against all supply 
materials will be provided by M/s. TFL free of 
cost. 
Please also confirm whether all the supply 
materials are mandatory for M/s. TFL gate 
entry, store entry inside the plant means 
Loading & Unloading at store is involved. 
Otherwise all the material will be unloaded 

Please refer Part 07, Clause 3.0: 
Successful Agency shall arrange space for 
working office, workshop & store/yard for 
storing requisite material like kits, cables etc. 
The same shall have to be arranged by the 
BIDDER. 
 
Entry of materials into the plant shall be as per 
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nearby the site outside the Plant as the 
Cabling site is far away from plant premises. 

the applicable site security procedures. 

25 Payment terms   Supply Items Kindly confirm the exact payment terms will 
be applied for this 220KV Cabling project. 
In the Payment terms of Electrical works it 
has been mentioned: 40% against receipt of 
material but duration has not been 
mentioned. 
20% on mechanical completion of respective 
items. Kindly elaborate this payment terms in 
details. 
We are requesting you to kindly include 10% 
advance payment against total order in this 
project. 

Please refer SCC Clause 40: Terms of Payment 

26 Right of Way   ROW Kindly confirm the ROW will be in contractor 
scope or in M/s. TFL Scope. 
Please confirm the 220KV Cabling & 
monopole tower is under private land or in 
Govt. Land. 
 
Please confirm the clearance of above land or 
site clearance will be in Contractor scope or 
in M/s. TFL Scope. 

Please refer Part 01, Section-VI, Clause 8(iv): 
The responsibilities of acquiring Right of Way 
(ROW) for Transmission Line lies with contractor 
at his risk and cost. 
 
And refer SCC Clause 45.4: 
It may be noted that successful bidder will be 
responsible to arrange all the requisite 
clearances including RoW. 

27 Format   Draft format of Power 
of Attorney 

Requesting you to kindly provide softcopy of 
power attorney format of the bidder 
particularly for this tender as this format has 
not been provided in the annexure of the 
tender in commercial portion. 

The format of Power of Attorney is already 
provided in the Tender Document under the 
relevant Forms & Formats. 
 
 

28 BOCW   BOCW Kindly confirm whether BOCW is applicable in 
this total project. 

Please refer SCC Clause 44.5: 
Applicable BOCW shall be included in the quoted 
total contract price. 
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29 Scope of Work   Road Restoration 
Charges and Corridor 
Charges 

Kindly confirm regarding all type of road 
restoration charges, bank guarantees will be 
in M/s. TFL Scope or in contractor scope and 
please confirm also Corridor statutory 
Charges regarding permission of Cabling work 
from different authority like National 
Highway, PWD, Local Municipality, Gram 
Panchayat, Irrigation dept, BSNL, Oil & GAS 
pipe Lines will be in M/s. TFL scope or in 
Contractor Scope. 

Please refer SCC Clause 45: 
It shall be Contractor’s sole responsibility to 
obtain all approvals from any authority required 
under any statute, rule or regulation of the 
Central or Odisha State Government for the 
performance of the contract and / or the 
contractual work. 

30 Scope of Work   OPTCL/TFL inspector 
travelling expenditure 

Requesting you kindly confirm regarding the 
OPTCL & TFL inspector travelling expenditure 
with lodging & boarding for the supply 
material inspection at manufacturer 
premises, at outside laboratory inspection 
like CPRI, Bangalore will be in M/s. TFL scope 
or in contractor scope. 

Please refer SCC Clause 35.3.4. 

31 Bank Guarantee   Bank details Kindly confirm the bank details of OPTCL 
(Bank account number, Branch address, IFSC 
Code) as it is required for the above tender 
EMD-Bank guarantee purpose. 

Please refer ITB Clause 16.0: 
The Bank Guarantee shall be in favour of 
"Talcher Fertilizers Limited". 
 
Please refer ITB, Annexure IV, Clause C for bank 
account details. 

32 Scope of Work   Cable Drum Please confirm after the installation of 220KV 
Cable, Cable drums will be returnable basis or 
non-returnable basis. If it is non-returnable 
then kindly confirm the place of storing after 
Cable installation. 

The empty cable drums shall be on a returnable 
basis. 
 
After completion of cable installation, the empty 
cable drums shall be returned and the balance 
cable drum to be returned at the TFL store. 
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33 SECTION – IV : 

SCOPE OF 
WORK 

Page-21  Supply, installation, 
and erection of 220kV 
Monopole Cable 
Termination Towers. 

Kindly confirm Bottom Cross Arm height / 
Any special higher tower extensions 
required. 

Please refer Part-02 Clause 1.0: 
Design and engineering of monopole structures 
and foundations is under Bidder’s scope. 
 

34 GCC Page 36 
of 68 

Sl No. 60 The WORK covered 
under this CONTRACT 
having to be executed 
by the  CONTRACTOR 
on a lumpsum firm 
price/item rate quoted 
by him, the  
EMPLOYER will not 
accept any proposals 
for changes in VALUE 
OF  CONTRACT or 
extension in time on 
account of any such 
changes which may  
arise to the 
CONTRACTOR's scope 
of WORK as a result of 
detailed Engineering  
and thereafter during 
the execution of 
WORK.  The only 
exception to this will 

Considering the current volatile market 
conditions and the significant fluctuations in 
the prices of major raw materials, 
particularly 220 kV EHV XLPE Cable (Copper) 
and Monopoles (Steel), we request the TFL 
to kindly consider incorporating a Price 
Variation (PV) / Price Adjustment clause for 
these major supply items. 

Please refer ITB Clause 12.5: 
Prices quoted by the Bidder, shall remain firm 
and fixed and valid till completion of the 
Contract and will not be subject to variation on 
any account. 
 
 
And refer SCC Clause 7.1: 
The rates quoted by the contractor in SOR shall 
remain fixed and firm and not subject to any 
escalation unless and otherwise specified in the 
tender. 
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be  a case where the 
EMPLOYER requests in 
writing to the 
CONTRACTOR to  
upgrade the 
SPECIFICATIONS or the 
size of any major 
pieces of equipments,  
plant or machinery 
beyond what is 
normally required to 
meet the scope of 
WORK  as defined in 
the CONTRACT 
DOCUMENT. 

35 SECTION-II Page-18 Sl No. 2 In case e-Reverse 
Auction (eRA) 
becomes applicable 
(i.e. in case 4 or more 
techno commercially 
acceptable bids are 
received), then eRA 
shall be conducted on 
the “Total  overall 
cost” basis. Break up 
of prices after eRA will 
not be sought and rate 
of each item of  
SOR shall be worked 
out after applying 
uniform reduction (i.e. 
based on total price 

We presume that the current tender will be 
awarded to the overall lowest (L1) bidder 
based on the techno-commercial evaluation, 
and that no Reverse Auction (RA) shall be 
conducted during the bidding process. 
 
Kindly confirm our understanding. 

Reverse auction is Not applicable in this Tender. 
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received after eRA and 
original total 
evaluated price). 
While working out 
rate of each items, 
unit rate  upto two 
decimals only will be 
considered and the 
figures beyond two 
decimals shall be 
ignored without 
rounding off (e.g. if 
item rates after 
applying uniform 
reduction works out to  
10.910 or 10.912 or 
10.915 or 10.919, the 
rate will be considered 
as 10.91). 

36 SECTION V Page 33 
of 43 

 The Contractor shall 
be responsible for the 
packing, loading and 
transport of the plant 
and equipment  from 
the place of 
manufacture, whether 
this is at his own 
works or those of any 
Contractor, to Site,  
and for off-loading at 
site. 

We presume that the freight charges are 
deemed to be included in the quoted supply 
item prices, and that no separate payment 
towards freight shall be made. 
 
Kindly confirm our understanding. 

Please refer ITB Clause 12.3. 
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37 SSC Page 26 

of 43 
SL 40 Terms of payment We observe that the payment terms do not 

specify a separate payment  for Freight & 
Insurance (F&I). Therefore, we presume that 
100% payment towards Freight & Insurance, 
along with applicable GST, shall be released 
under the electrical works supply payment 
terms upon receipt, storage, and physical 
verification of the materials at site. 
 
Kindly confirm our understanding. 

Please refer ITB Clause 12.3 & SCC Clause 40.0 

38 GCC Page 55 
of 68 

SL 
No101.1 

Insurance We presume that- 
i) For Transit Insurance -100% of Ex-work 
Price of all the Plant and Equipment 
including mandatory Spares to be supplied 
from within India plus GST. 
ii) FOR EAR-100% of Ex-work Price of all the 
Plant and Equipment including mandatory 
Spares to be supplied from within India plus 
GST, if additionally, payable. and100% of 
erection price component plus GST, if 
additionally, payable.   
Please confirm. 

Please refer GCC Clause 101.1 (Insurance) (iv) : 
The cost of transit insurance should be borne by 
the CONTRACTOR and the quoted price shall be 
inclusive of this cost. 
 
Please refer Part-07, Clause 6.0 (Insurance). An 
insurance to cover the probable risks towards 
the cables, accessories etc., during transport 
from stores to site and back to stores, during 
storage at site has to be availed by the 
successful Agency in the name of TFL to ensure 
and safeguard the interest of TFL from the first 
day of the work till the completion, 
commissioning and handling over the project. 

39 GCC Page 23 
of 68 

Sl N0. 27 If the Contractor 
achieves completion 
of Works in all respect 
prior to the time 
schedule stipulated in 
the SCC, the Employer 
shall pay to the 
Contractor the  
relevant sum, if 
mentioned specifically 

We presume that Bonus is applicable for this 
contract also. Please confirm. 

Please refer GCC Clause 27.3. 
The provision for Bonus for Early Completion is 
not applicable for this tender. 
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in SCC, as bonus for 
early completion. The  
bonus for early 
completion, if 
provided specifically in 
SCC, shall be payable 
to the  
maximum ceiling of 2 
½   % of the total 
contract price. 

40 SSC Page 4 
of 39 

SL No. 
1.3 

Survey and Soil 
Investigation Conduct 
detailed check survey, 
including soil  testing 
at tower locations. 

Soil investigation report along the complete 
cable route is not availabe. 
Kindly provide detailed geotechnical/soil 
investigation report. 

Please refer SCC Clause 1.3 : 
Bidder shall Conduct detailed check survey, 
including soil testing at tower locations. 
 
Please refer Part-05 Clause 2.0 (Sub-Soil 
Investigation): 
To ascertain soil parameters in various stretch, 
inter, the Contractor shall carry out sub-soil 
investigation through reputed soil consultant as 
approved by the employer. 

41 SECTION – IV: 
SCOPE OF 
WORK 

Page-21  Supply, installation, 
and erection of 220kV 
Monopole Cable 
Termination Towers. 

Foundation drawings and soil loading criteria 
are not available. Kindly provide approved 
monopole foundation drawings and design 
criteria. 

Please refer Part-02 Clause 1.0: 
The following are under bidders’ scope 
a) Design and engineering of monopole 

structures and foundations 
b) Geotechnical investigation and foundation 

design. 
42 Make List   Approved Make list for 

Supply Item 
Kindly provide approved makes/vendors for 
cable, joints, terminations, LA, FO cable and 
monopoles. 

The current list of approved OPTCL vendors as 
available on their website is attached. However, 
bidders are advised to regularly refer to the 
OPTCL website for the latest approved vendor 
list applicable to the respective items. 
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43 Storage area    Kindly confirm availability of storage yard 

and fabrication area. 
Please refer Part 07 Clause 3.0: 
Successful Agency shall arrange space for 
working office, workshop & store/yard for 
storing requisite material like kits, cables etc. 
The same shall have to be arranged by the 
Bidder. 

44 Cable supply 
BOQ  
Sr. No. 3.05 

  Size of sheath bonding 
cable is 6.6 KV X 300 
Sqmm cable. 

Please note that 300 Sqmm Copper 
conductor is not suitable to meet the fault 
current of 50 KA for 1 second. 
To meet the fault current of 50 KA for 1 
second we have to considered 400 Sqmm 
copper conductor for sheath bonding. 
Hence, Please confirm the size of sheath 
bonding cable. 

The bonding cable shall be 400 mm² Copper, 
XLPE insulated, designed to withstand 50 kA for 
1 second. Relevant amendment has been 
issued. The bidder shall submit the bonding 
cable sizing calculations. 

 


